Water Testing Results -

Harney ESD

Action Level is 15 parts per billion (ppb)

Fixture Location/Description Fixture ID # Test Date Test Result
HESD BACK BATHROOM (PINK) 20130000-001BF 3/16/2023 0.947
BOTTLE FILLING STATION 20130000-002WB 3/16/2023 ND
KITCHEN FAUCET 20130000-003KF 3/16/2023 0.624
MEN'S RESTROOM MIDDLE SINK 20130000-004BF 3/16/2023 5.26
WOMEN'S RESTROOM MIDDLE SINK 20130000-005BF 3/16/2023 0.707
MEN'S RESTROOM ADA SINK 20130000-006BF 3/16/2023 1.3
WOMEN'S RESTROOM END SINK 20130000-007BF 3/16/2023 0.928
MEN'S RESTROOM END SINK 20130000-008BF 3/16/2023 9.46
WOMEN'S RESTROM ADA SINK 20130000-010BF 3/16/2023 3.44
MAINTENANCE ROOM FAUCET 20130000-011SF 3/16/2023 27.6
TECHNOLOGY BATHROOM 20130000-012BF 3/16/2023 74.7

Any fixture testing at or above the action level of 15 ppb is immediately removed from

and cannot be returned to service until it has been remediated and passed follow-up testing

service

RETESTS
MAINTENANCE ROOM FAUCET 20130000-0011SF 5/23/2023 10.5
TECHNOLOGY BATHROOM 20130000-012BF 5/23/2023 7.83

ND = Non Detect - Lead level is below the set detection limits

of .5 ppb
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